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SECTION 01500 - TEMPORARY FACILITIES AND CONTROLS

PART 1 - GENERAL

1.1

1.2

1.3

1.4

A.

SUMMARY

Section includes requirements for temporary utilities, support facilities, and security and
protection facilities.

Related Requirements:
1. Section 1010 "Summary" for work restrictions and limitations on utility interruptions

2. Section 1652. Protection of work

USE CHARGES

General: Installation, removal of, use charges and service charges for temporary facilities shall
be included in the Contract Sum unless otherwise indicated.

Water and Sewer Service from Existing System: Limited use of water from Owner's existing
water system is available without metering and without payment of use charges. Provide
connections and extensions of services as required for construction operations.

Electric Power Service from Existing System: Electric power from Owner's existing system
will not available for use. Except for some limited use of existing power may be coordinated
with the COR. The contractor will provide connections and extensions of services as required
for construction operations.

INFORMATIONAL SUBMITTALS

Site Plan: Show temporary facilities, utility hookups, staging areas, and parking areas for
construction personnel.

Fire-Safety Program: Show compliance with requirements of NFPA 241 Indicate Contractor
personnel responsible for management of fire prevention program.
QUALITY ASSURANCE

Electric Service: Comply with NECA, NEMA, and UL standards and regulations for temporary
electric service. Install service to comply with NFPA 70.

Contractor provided generator power. Comply with NFPA 70 article 590

Tests and Inspections: Arrange for authorities having jurisdiction to test and inspect each
temporary utility before use. Obtain required certifications and permits.
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1.5 PROJECT CONDITIONS
A.  Temporary Use of Permanent Facilities: Engage Installer of each permanent service to assume

responsibility for operation, maintenance, and protection of each permanent service during its
use as a construction facility before Owner's acceptance, regardless of previously assigned
responsibilities.

PART 2 - PRODUCTS

2.1

2.2

23

A.

A.

MATERIALS

TEMPORARY FACILITIES

Portable Toilets: Storage and Fabrication Sheds: Provide sheds sized, furnished, and equipped
to accommodate materials and equipment for construction operations.

EQUIPMENT

Fire Extinguishers: Portable, UL rated; with class and extinguishing agent as required by
locations and classes of fire exposures.

PART 3 - EXECUTION

3.1

32

A.

B.

A.

B.

INSTALLATION, GENERAL

Locate facilities where they will serve Project adequately and result in minimum interference
with performance of the Work. Relocate and modify facilities as required by progress of the
Work.

1. Locate facilities to limit site disturbance as specified in Division 01 Section "Summary."
Provide each facility ready for use when needed to avoid delay. Do not remove until facilities
are no longer needed or are replaced by authorized use of completed permanent facilities.
TEMPORARY UTILITY INSTALLATION

General: Install temporary service or connect to existing service. Arrange with utility company,
FAA, and existing users for time when service can be interrupted, if necessary, to make
connections for temporary services.

Water Service: Connect to FAA's existing water service facilities. Clean and maintain water

service facilities in a condition acceptable toFAA. At Substantial Completion, restore these
facilities to condition existing before initial use.

TEMPORARY FACILITIES AND CONTROLS 015000 - 2



REPLACE ADMINISTRATIVE WING ROOFS A,B AND C May 14, 2010
MEMPHIS (ZME) AIR ROUTE TRAFFIC CONTROL CENTER FAA-ZME- 904209

C.

33

34

35

Sanitary Facilities: Provide temporary toilets, wash facilities, and drinking water for use of
construction personnel. Comply with requirements of the COR for type, number, location,
operation, and maintenance of fixtures and facilities.

1. Portable Toilets shall be serviced weekly at a minimum. The COR may direct the
contractor to have the toilets serviced more frequently if the COR determines the
necessity.

SUPPORT FACILITIES INSTALLATION

Traffic Controls: Comply with requirements of the COR.

1. Protect existing site improvements to remain including curbs, pavement, and utilities.
2. Maintain access for fire-fighting equipment and access to fire hydrants.

Parking: Use designated areas of Owner's existing parking areas for construction personnel.

Waste Disposal Facilities: Provide waste-collection containers in sizes adequate to handle
waste from construction operations. Comply with requirements of the COR Comply with
progress cleaning requirements in Section 01730.

SECURITY AND PROTECTION FACILITIES INSTALLATION

Protection of Existing Facilities: Protect existing vegetation, equipment, structures, utilities,
and other improvements at Project site and on adjacent properties, except those indicated to be
removed or altered. Repair damage to existing facilities.

Barricades, Warning Signs, and Lights: Comply with requirements of the COR for erecting
structurally adequate barricades, including warning signs and lighting.

Temporary Egress: Maintain temporary egress from existing occupied facilities as indicated
and as required by the COR.

Temporary Fire Protection: Install and maintain temporary fire-protection facilities of types
needed to protect against reasonably predictable and controllable fire losses. Comply with
NFPA 241; manage fire prevention program.

1. Prohibit smoking in construction areas.

2. Supervise welding operations, combustion-type temporary heating units, and similar
sources of fire ignition according to requirements of the COR.

3. Develop and supervise an overall fire-prevention and -protection program for personnel

at Project site. Review needs with local fire department and establish procedures to be
followed. Instruct personnel in methods and procedures. Post warnings and information.

OPERATION, TERMINATION, AND REMOVAL

Supervision: Enforce strict discipline in use of temporary facilities. To minimize waste and
abuse, limit availability of temporary facilities to essential and intended uses.
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B.  Maintenance: Maintain facilities in good operating condition until removal.
C.  Termination and Removal: Remove each temporary facility when need for its service has

ended, when it has been replaced by authorized use of a permanent facility, or no later than
Substantial Completion. Complete or, if necessary, restore permanent construction that may
have been delayed because of interference with temporary facility. Repair damaged Work,
clean exposed surfaces, and replace construction that cannot be satisfactorily repaired.

1. Materials and facilities that constitute temporary facilities are property of Contractor.

END OF SECTION 015000
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